
##########################
=== Latest startup-log ===
##########################
07 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2019-12-17 04:33:06.893 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
I 2019-12-17 10:28:57.502 Create applications definition domain
I 2019-12-17 10:29:01.951 Create controller configuration domain: DTTargetSystemDomain37741927
I 2019-12-17 10:29:02.727 Controller Config downloaded from: 172.16.4.21, (build version: 5.1.1110.3)
I 2019-12-17 10:29:02.815 New I/O-connections configuration.
I 2019-12-17 10:29:02.946 I/O-connections configuration waiting for application/s.
W 2019-12-17 10:31:26.655 Unit= 0.5.1 BRP_Vuk1_SIS    0000 See HWTree Error 16#40020000 16#00000000
I 2019-12-17 10:31:33.450 Create application instance domain: R363951941BRP_Vuk1_SIS
I 2019-12-17 10:31:36.345 Create application R363951941BRP_Vuk1_SIS
I 2019-12-17 10:31:38.840 Application downloaded from: 172.16.4.21, (build version: 5.1.1110.3)
I 2019-12-17 10:31:42.115 Stop and restart application R786354914BRP_Vuk1_SIS as R363951941BRP_Vuk1_SIS
I 2019-12-17 10:31:42.145 PM -> SM Stop Application 1
I 2019-12-17 10:31:42.224 I/O-connections configured.
I 2019-12-17 10:31:42.234 PM -> SM Start Application 2 Reason: 0
I 2019-12-17 10:31:42.455 PM -> SM Delete Application 1
W 2019-12-17 10:31:42.534 Unit= 0.5.1 BRP_Vuk1_SIS    0000 See HWTree Error 16#00000000 16#00000000
I 2019-12-17 11:29:40.186 Create applications definition domain
I 2019-12-17 11:29:43.177 Create controller configuration domain: DTTargetSystemDomain41383144
I 2019-12-17 11:29:43.972 Controller Config downloaded from: 172.16.4.21, (build version: 5.1.1110.3)
I 2019-12-17 11:29:44.052 New I/O-connections configuration.
I 2019-12-17 11:29:44.168 I/O-connections configuration waiting for application/s.
I 2019-12-17 11:32:10.036 Create application instance domain: R590710865BRP_Vuk1_SIS
I 2019-12-17 11:32:12.992 Create application R590710865BRP_Vuk1_SIS
I 2019-12-17 11:32:15.687 Application downloaded from: 172.16.4.21, (build version: 5.1.1110.3)
I 2019-12-17 11:32:18.803 Stop and restart application R363951941BRP_Vuk1_SIS as R590710865BRP_Vuk1_SIS
I 2019-12-17 11:32:18.810 PM -> SM Stop Application 2
I 2019-12-17 11:32:18.921 I/O-connections configured.
I 2019-12-17 11:32:18.926 PM -> SM Start Application 1 Reason: 0
I 2019-12-17 11:32:19.128 PM -> SM Delete Application 2
W 2019-12-17 11:36:51.628 Unit= 0.5.1 BRP_Vuk1_SIS    0000 See HWTree Error 16#40020000 16#00000000
W 2019-12-17 11:36:53.628 Unit= 0.5.1 BRP_Vuk1_SIS    0000 See HWTree Error 16#60020000 16#00000000
W 2019-12-17 11:36:59.449 IAC: Connection down (IP = AC10509B)
E 2019-12-17 11:36:59.448 On Unit= 0.5.1 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#60020000 16#00000020

This PM has been automatically restarted.
Reason:
- INIT_SWITCH, INIT-SWITCH pressed

_____________________________________________________________________________
0
No Firmware Upgraded
6.8.3 4001 (VSB created Mar 01 2013, 16:50:41)
Watchdog is enabled with timeout = 1984 us
This is Single CPU running as StandAlone CPU.
I 1979-12-31 00:00:00.000 Printer thread, using default configuration values.

TCPIP CONFIG
I 1979-12-31 00:00:00.000 Printer thread MMS-plugin, streaming disabled
I 1979-12-31 00:00:00.000 Printer thread, Filter: 0x000000FF, Mode: Classic, BUM: Disabled
I 1979-12-31 00:00:00.000 Low memory (0x00-0x3F) access detection initiated
I 1979-12-31 00:00:00.000 Built: Sep 16 2013 23:48:31
I 2019-12-17 11:37:51.089 Autorestart is disabled
I 2019-12-17 11:37:51.089 Initialized at:   11:37:51  2019-12-17   (local time)
I 2019-12-17 11:37:51.089 System time quality: GOOD
I 2019-12-17 11:37:51.092 Current time zone: Central European Standard Time
I 2019-12-17 11:37:51.093 It took 0.577 ms to conclude previous system shutdown
I 2019-12-17 11:37:51.093 CPU-core running at 96 Mc, bus /2, to=24.0 us
I 2019-12-17 11:37:51.624 
I 2019-12-17 11:37:51.635 Network Interface  172.16.80.154   (255.255.252.0  ) : 00-00-23-18-cd-e6
I 2019-12-17 11:37:51.655 Network Interface  172.17.80.154   (255.255.252.0  ) : 00-00-23-18-cd-e7
I 2019-12-17 11:37:51.669 Backup Interface   Disabled
I 2019-12-17 11:37:51.670 Backup Interface   Disabled
I 2019-12-17 11:37:51.671 Toolport  IP adress 192.168.255.254 (255.255.255.0  )
I 2019-12-17 11:37:51.674 Thread switch log was initiated for 100 entries
I 2019-12-17 11:37:51.674 Thread switch logging is ON
I 2019-12-17 11:37:51.699 
I 2019-12-17 11:37:51.701 
I 2019-12-17 11:37:51.702 Product : AC 800M PM865                                 
I 2019-12-17 11:37:51.705 Version : 5.1.1-1 CC1 (Build 5.1.1110.6)
I 2019-12-17 11:37:51.707 Created : 2013-09-17                                    
I 2019-12-17 11:37:51.710 ABB AB
I 2019-12-17 11:37:51.711 
I 2019-12-17 11:37:51.713 Controller Reset
I 2019-12-17 11:37:51.721 Position  Module         Firmware Name          Date        Version
I 2019-12-17 11:37:51.724  0        PM865          FW865HI                2013-09-17  5.1.1110.6
I 2019-12-17 11:37:51.728                            OMEGA                2013-09-16  5.1.1110.6
I 2019-12-17 11:37:51.731                            CPU Unit             N/A         PM865  J
I 2019-12-17 11:37:51.734                            Backplane            N/A         TP830  C
I 2019-12-17 11:37:51.737                            FPGA(3)              N/A         2.3/1 B35
I 2019-12-17 11:37:51.740                            Support Logic(6:0)   N/A         1.3/0 
I 2019-12-17 11:37:51.743                            CEX Master(1:1)      N/A         2.3/1 
I 2019-12-17 11:37:51.746                            CEX Slave            N/A         1.1
I 2019-12-17 11:37:51.749                            Modulebus(3:1)       N/A         2.0/1 
I 2019-12-17 11:37:51.752                            CPU Chip             N/A         0700
I 2019-12-17 11:37:51.755                            RCU(5:1)             N/A         1.1/2 
I 2019-12-17 11:37:51.758  1        Unknown           
I 2019-12-17 11:37:51.761 
I 2019-12-17 11:37:51.763 Actual heapsize: 24536 kBytes
I 2019-12-17 11:37:52.057 RunMode
I 2019-12-17 11:37:52.092 HI Controller is waiting for SM startup

I 2019-12-17 11:37:56.301 Hot insert on CEX module number 1 is being performed
I 2019-12-17 11:37:56.309 SM startup: CEX1=0x500f CEX7=0x0, Delay=4220(ms)
I 2019-12-17 11:37:56.365 License Manager: Feature Name Control_Software
I 2019-12-17 11:37:56.367 License Manager: Version      5.1.1
I 2019-12-17 11:37:56.370 License Manager: Hardware ID  00-00-23-18-cd-e6
I 2019-12-17 11:37:56.436 System Initialized.
I 2019-12-17 11:37:56.439 Redirection of Console Channel to System log file
I 2019-12-17 11:37:56.815 Network Interface  192.168.255.254(255.255.255.0  ) : PPP 
I 2019-12-17 11:37:57.110 Position  Module         Firmware Name          Date        Version
I 2019-12-17 11:37:57.113  1        SM811          SMdrv                  2013-09-16  1.0
I 2019-12-17 11:37:57.115                          FWSM810                2013-03-27  5.1.1130.0 
I 2019-12-17 11:37:57.117                            FPGA(16)             N/A         1.0/1 B4
I 2019-12-17 11:37:57.122                            HW revision          N/A         PR:B
I 2019-12-17 11:37:57.124                            CPU Chip             N/A         0700
I 2019-12-17 11:38:00.270 NSP, Network Storm Protection started,limit = 800 pkt/s
I 2019-12-17 11:38:06.974 Init Log Saved
I 2019-12-17 11:40:14.412 Create applications definition domain
I 2019-12-17 11:40:45.040 Create controller configuration domain: DTTargetSystemDomain42045012
I 2019-12-17 11:40:46.222 Controller Config downloaded from: 172.16.4.21, (build version: 5.1.1110.3)
I 2019-12-17 11:40:46.266 AE System events to controller log: Medium Severity
I 2019-12-17 11:40:46.341 Protocol Handler Name    = PhIPpin
I 2019-12-17 11:40:46.343 Version = 5.1.1002.5 ; 2011-10-11
I 2019-12-17 11:40:46.344 Ph binary version = : 0x000025EB
I 2019-12-17 11:40:46.347 Protocol Handler Name    = PhIAC_MMS
I 2019-12-17 11:40:46.349 Version = 5.1.1105.2 ; 2012-12-18
I 2019-12-17 11:40:46.351 Ph binary version = : 0x0000A97A
I 2019-12-17 11:40:46.357 Protocol Handler Name    = PHModulebus
I 2019-12-17 11:40:46.358 Version = 5.1.1105.1 ; 2012-12-19
I 2019-12-17 11:40:46.360 Ph binary version = : 0x00000000
I 2019-12-17 11:40:46.369 Protocol Handler Name    = PhSafetyModule
I 2019-12-17 11:40:46.371 Version = 5.1.1003.0; 2011-11-15
I 2019-12-17 11:40:46.373 Ph binary version = : 0x00000000
I 2019-12-17 11:40:46.381 Changed priority for PhSMStatus thread
I 2019-12-17 11:40:46.682 CreateConnection Stop 3 [1] raise:1 took 88324 us Stop-Start: 123920 us.
I 2019-12-17 11:40:46.713 PhIAC_MMS @ 0.5.1 Configure received 13 ULONG(s). ArraySize: 5
I 2019-12-17 11:40:46.719 CPhIAC_MMS::DoWork starting up
W 2019-12-17 11:40:46.809 CMci::initModulebusSMDrv virtual address (read 0x0) (write 0x0)
I 2019-12-17 11:40:46.809 Modulbus scan execution times is now restarted
I 2019-12-17 11:40:47.017 CScan_Task First scan started
I 2019-12-17 11:40:49.734 Cluster 1: TB840A PR:A
I 2019-12-17 11:40:53.235 101 DI880 PR:L (BS:1.9, SS:1.4, BV:1.9, SV:1.0)
I 2019-12-17 11:40:55.436 102 DI880 PR:L (BS:1.9, SS:1.4, BV:1.9, SV:1.0)
I 2019-12-17 11:40:57.737 103 DI880 PR:L (BS:1.9, SS:1.4, BV:1.9, SV:1.0)
I 2019-12-17 11:41:00.038 104 DI880 PR:L (BS:1.9, SS:1.4, BV:1.9, SV:1.0)
I 2019-12-17 11:41:02.339 105 DO880 PR:M (BS:2.0, SS:2.5, BV:2.1, SV:2.3)
I 2019-12-17 11:41:04.641 106 DO880 PR:M (BS:2.0, SS:2.5, BV:2.1, SV:2.3)
I 2019-12-17 11:41:06.842 107 DO880 PR:M (BS:2.0, SS:2.5, BV:2.1, SV:2.3)
I 2019-12-17 11:41:14.945   1 AI880 PR:G (BS:2.0, SS:1.8, BV:1.9, SV:1.4)
I 2019-12-17 11:41:16.346   2 AI880 PR:G (BS:2.0, SS:1.8, BV:1.9, SV:1.4)
I 2019-12-17 11:41:17.748   3 AI880 PR:G (BS:2.0, SS:1.8, BV:1.9, SV:1.4)
I 2019-12-17 11:41:24.363 IoConfigSchedulerCmd GetExecTimeMs: 1 
I 2019-12-17 11:41:24.393 New I/O-connections configuration.
I 2019-12-17 11:41:24.499 I/O-connections configuration waiting for application/s.
I 2019-12-17 11:41:24.689 Create application instance domain: R812459880VMT_BRP_Vuk1_SIS
I 2019-12-17 11:41:24.897 Create application R812459880VMT_BRP_Vuk1_SIS
I 2019-12-17 11:41:24.911 Application downloaded from: 172.16.4.21, (build version: 5.1.1110.3)
W 2019-12-17 11:41:24.983 On Unit= 0.11 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#60020000 16#00000000
I 2019-12-17 11:41:25.529 Start application R812459880VMT_BRP_Vuk1_SIS
I 2019-12-17 11:41:25.534 PM -> SM Start Application 0 Reason: 0
I 2019-12-17 11:41:25.551 OLUSession::ChangeState: current = OLUStartState, NewState = OLUPrimaryStartState
W 2019-12-17 11:41:25.528 On Unit= 1 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000002
I 2019-12-17 11:41:36.132 Create application instance domain: R590710865BRP_Vuk1_SIS
I 2019-12-17 11:41:38.547 Create application R590710865BRP_Vuk1_SIS
I 2019-12-17 11:41:40.116 Application downloaded from: 172.16.4.21, (build version: 5.1.1110.3)
I 2019-12-17 11:41:42.416 IAC: Connection up (IP = AC105098)
I 2019-12-17 11:41:42.417 IAC: Connection up (IP = AC10509B)
I 2019-12-17 11:41:42.426 I/O-connections configured.
I 2019-12-17 11:41:42.463 Start application R590710865BRP_Vuk1_SIS
I 2019-12-17 11:41:42.466 PM -> SM Start Application 1 Reason: 0
W 2019-12-17 11:48:20.897 Unit= 0.5.1 BRP_Vuk1_SIS    0000 See HWTree Error 16#40020000 16#00000000
W 2019-12-17 11:48:22.897 Unit= 0.5.1 BRP_Vuk1_SIS    0000 See HWTree Error 16#60020000 16#00000000
W 2019-12-17 11:48:28.773 IAC: Connection down (IP = AC10509B)
E 2019-12-17 11:48:28.772 On Unit= 0.5.1 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#60020000 16#00000020

This PM has been automatically restarted.
Reason:
- INIT_SWITCH, INIT-SWITCH pressed

_____________________________________________________________________________
0
No Firmware Upgraded
6.8.3 4001 (VSB created Mar 01 2013, 16:50:41)
Watchdog is enabled with timeout = 1984 us
This is Single CPU running as StandAlone CPU.
I 1979-12-31 00:00:00.000 Printer thread, using default configuration values.

TCPIP CONFIG
I 1979-12-31 00:00:00.000 Printer thread MMS-plugin, streaming disabled
I 1979-12-31 00:00:00.000 Printer thread, Filter: 0x000000FF, Mode: Classic, BUM: Disabled
I 1979-12-31 00:00:00.000 Low memory (0x00-0x3F) access detection initiated
I 1979-12-31 00:00:00.000 Built: Sep 16 2013 23:48:31
I 2019-12-17 11:49:18.719 Autorestart is disabled
I 2019-12-17 11:49:18.720 Initialized at:   11:49:18  2019-12-17   (local time)
I 2019-12-17 11:49:18.720 System time quality: GOOD
I 2019-12-17 11:49:18.723 Current time zone: Central European Standard Time
I 2019-12-17 11:49:18.723 It took 0.627 ms to conclude previous system shutdown
I 2019-12-17 11:49:18.724 CPU-core running at 96 Mc, bus /2, to=24.0 us
I 2019-12-17 11:49:19.255 
I 2019-12-17 11:49:19.265 Network Interface  172.16.80.154   (255.255.252.0  ) : 00-00-23-18-cd-e6
I 2019-12-17 11:49:19.285 Network Interface  172.17.80.154   (255.255.252.0  ) : 00-00-23-18-cd-e7
I 2019-12-17 11:49:19.300 Backup Interface   Disabled
I 2019-12-17 11:49:19.301 Backup Interface   Disabled
I 2019-12-17 11:49:19.302 Toolport  IP adress 192.168.255.254 (255.255.255.0  )
I 2019-12-17 11:49:19.305 Thread switch log was initiated for 100 entries
I 2019-12-17 11:49:19.305 Thread switch logging is ON
I 2019-12-17 11:49:19.330 
I 2019-12-17 11:49:19.332 
I 2019-12-17 11:49:19.333 Product : AC 800M PM865                                 
I 2019-12-17 11:49:19.336 Version : 5.1.1-1 CC1 (Build 5.1.1110.6)
I 2019-12-17 11:49:19.338 Created : 2013-09-17                                    
I 2019-12-17 11:49:19.341 ABB AB
I 2019-12-17 11:49:19.342 
I 2019-12-17 11:49:19.344 Controller Reset
I 2019-12-17 11:49:19.352 Position  Module         Firmware Name          Date        Version
I 2019-12-17 11:49:19.356  0        PM865          FW865HI                2013-09-17  5.1.1110.6
I 2019-12-17 11:49:19.359                            OMEGA                2013-09-16  5.1.1110.6
I 2019-12-17 11:49:19.362                            CPU Unit             N/A         PM865  J
I 2019-12-17 11:49:19.365                            Backplane            N/A         TP830  C
I 2019-12-17 11:49:19.368                            FPGA(3)              N/A         2.3/1 B35
I 2019-12-17 11:49:19.371                            Support Logic(6:0)   N/A         1.3/0 
I 2019-12-17 11:49:19.374                            CEX Master(1:1)      N/A         2.3/1 
I 2019-12-17 11:49:19.377                            CEX Slave            N/A         1.1
I 2019-12-17 11:49:19.380                            Modulebus(3:1)       N/A         2.0/1 
I 2019-12-17 11:49:19.383                            CPU Chip             N/A         0700
I 2019-12-17 11:49:19.386                            RCU(5:1)             N/A         1.1/2 
I 2019-12-17 11:49:19.389  1        Unknown           
I 2019-12-17 11:49:19.392 
I 2019-12-17 11:49:19.394 Actual heapsize: 24536 kBytes
I 2019-12-17 11:49:19.690 RunMode
I 2019-12-17 11:49:19.725 HI Controller is waiting for SM startup

I 2019-12-17 11:49:23.931 Hot insert on CEX module number 1 is being performed
I 2019-12-17 11:49:23.940 SM startup: CEX1=0x500f CEX7=0x0, Delay=4220(ms)
I 2019-12-17 11:49:23.997 License Manager: Feature Name Control_Software
I 2019-12-17 11:49:24.000 License Manager: Version      5.1.1
I 2019-12-17 11:49:24.002 License Manager: Hardware ID  00-00-23-18-cd-e6
I 2019-12-17 11:49:24.067 System Initialized.
I 2019-12-17 11:49:24.070 Redirection of Console Channel to System log file
I 2019-12-17 11:49:24.446 Network Interface  192.168.255.254(255.255.255.0  ) : PPP 
I 2019-12-17 11:49:24.741 Position  Module         Firmware Name          Date        Version
I 2019-12-17 11:49:24.744  1        SM811          SMdrv                  2013-09-16  1.0
I 2019-12-17 11:49:24.746                          FWSM810                2013-03-27  5.1.1130.0 
I 2019-12-17 11:49:24.748                            FPGA(16)             N/A         1.0/1 B4
I 2019-12-17 11:49:24.754                            HW revision          N/A         PR:B
I 2019-12-17 11:49:24.756                            CPU Chip             N/A         0700
I 2019-12-17 11:49:27.900 NSP, Network Storm Protection started,limit = 800 pkt/s

##############################################
=== Log fetched at 2020-05-04 09:30:04.641 ===
##############################################
00_See_HWTree_Error_{1}\16#00000030 16#00000000
W 2020-05-04 08:59:24.803 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 08:59:25.803 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 08:59:30.805 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 08:59:32.805 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 08:59:43.803 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 08:59:44.806 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 08:59:52.803 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 08:59:53.806 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 08:59:55.803 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 08:59:56.806 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:00:12.805 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:00:17.803 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:00:18.805 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:00:23.803 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:00:24.803 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:00:30.803 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:00:31.805 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:00:42.803 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:00:43.805 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:00:49.805 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:00:50.802 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:00:53.803 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:00:54.803 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:01:00.805 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:01:06.802 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:01:07.802 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:01:22.802 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:01:23.805 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:01:24.802 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:01:51.805 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:01:56.804 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:02:09.804 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:02:40.802 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:02:41.802 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:02:42.802 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:02:44.805 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:02:54.802 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:02:56.805 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:03:24.802 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:03:25.805 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:03:26.802 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:03:27.804 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:03:31.802 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:03:32.804 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:03:43.801 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:03:44.804 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:04:12.803 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:04:17.801 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:04:19.804 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:04:24.804 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:04:33.802 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:04:35.803 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:04:45.805 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:04:47.800 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:04:49.801 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:04:51.804 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:05:01.801 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:05:02.804 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:05:04.801 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:05:05.804 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:05:13.801 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:05:14.801 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:05:35.803 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:05:44.803 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:05:45.800 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:05:59.801 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:06:02.804 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:06:04.804 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:06:05.800 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:06:14.800 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:06:15.803 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:06:36.800 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:06:38.803 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:06:40.800 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:06:41.800 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:06:43.802 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:06:43.805 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:06:44.791 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:06:44.795 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:06:45.791 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:06:54.791 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:06:55.794 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:07:00.792 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:07:02.794 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:07:06.791 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:07:07.791 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:07:14.791 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:07:15.794 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:07:16.791 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:07:17.794 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:07:24.793 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:07:58.791 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:07:59.793 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:08:19.790 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:08:21.795 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:08:54.792 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:08:56.792 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:08:59.792 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:09:22.790 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:09:23.793 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:09:50.792 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:10:25.791 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:10:27.794 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:10:44.790 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:10:45.791 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:10:59.791 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:11:07.789 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:11:08.789 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:11:28.789 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:11:30.793 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:11:54.790 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:11:55.792 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:12:25.789 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:12:26.792 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:12:31.789 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:12:32.789 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:12:35.789 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:12:36.792 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:13:04.788 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:13:05.788 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:13:08.788 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:13:09.793 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:13:23.788 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:13:25.791 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:13:53.788 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:13:54.793 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:14:07.788 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:14:08.791 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:14:11.788 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:14:12.792 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:14:43.789 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:14:44.791 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:14:45.788 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:14:46.788 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:14:58.788 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:15:00.790 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:15:21.791 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:15:39.788 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:15:41.791 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:16:14.787 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:16:15.791 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:16:19.790 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:16:20.787 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:16:20.789 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:16:21.796 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:16:27.797 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:16:28.799 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:16:34.799 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:16:51.796 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:16:52.799 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:16:57.796 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:16:59.798 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:17:14.798 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:17:33.796 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:17:34.799 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:18:24.798 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:18:25.795 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:18:46.797 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:18:52.798 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:18:53.796 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:18:53.799 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:18:54.795 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:19:08.795 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:19:09.795 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:19:12.795 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:19:13.798 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:19:21.795 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:19:23.798 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:19:25.795 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:19:26.798 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:19:27.795 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:19:28.798 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:19:39.797 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:19:48.797 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:19:56.798 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:19:57.795 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:20:02.795 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:20:03.795 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:20:07.795 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:20:08.798 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:20:30.796 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:20:32.798 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:20:40.795 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:20:41.798 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:21:10.798 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:21:46.798 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:21:47.794 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:21:51.795 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:21:54.798 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:21:54.799 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:21:55.794 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:21:55.796 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:21:56.789 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:22:05.785 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:22:07.788 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:22:11.785 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:22:12.788 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:22:38.785 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:22:39.788 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:23:05.785 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:23:06.787 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:23:15.784 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:23:16.787 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:23:40.784 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:23:41.784 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:23:43.786 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:24:21.784 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:24:23.787 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:24:27.784 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:24:27.788 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:24:28.784 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:24:29.786 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:24:42.785 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:24:43.796 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:24:49.793 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:24:50.796 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:25:12.793 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:25:15.796 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:25:15.797 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:25:16.783 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:25:35.786 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:25:53.783 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:25:54.785 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:25:56.783 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:25:57.786 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:25:58.784 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:25:59.786 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:26:13.783 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:26:14.786 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:26:19.783 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:26:20.786 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:26:27.783 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:26:28.786 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:26:30.787 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:26:44.786 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:26:57.787 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:26:59.784 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:27:00.784 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:27:42.784 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:27:44.786 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:28:03.783 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:28:03.786 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:28:04.783 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:28:05.785 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:28:35.782 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:28:36.786 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:28:40.783 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:28:41.786 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:28:46.782 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:28:47.786 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:29:07.782 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:29:08.785 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:29:13.782 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:29:14.785 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:29:17.785 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:29:23.782 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:29:24.785 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:29:34.785 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:29:43.782 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:29:44.785 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:29:47.782 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:29:50.785 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:29:51.784 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
W 2020-05-04 09:29:52.781 On Unit= 0.11.105 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:29:53.782 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000010 16#00000000
W 2020-05-04 09:29:54.786 On Unit= 0.11.107 HWError BRP_Vuk1_SIS    0000 See HWTree Error 16#00000030 16#00000000
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